
TYPICAL WIRING DIAGRAMS WITH D-508F FLOOR HEATING THERMSOTAT
 

Honeywell L8148

B1

1

2

B2

C1

C2

DO
NOT
USE

BURNER

R  C  S  S  1  2

24 Vac
Input

Sensor
P-01

Do Not
Use

Isolated
End

Switch (2A)

D-508F


